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Discontinuation Notice of C200H I/O Power Supply Units 
 

 

 Product Discontinuation  Recommended Replacement 
 I/O Power Supply Units  Power Supply Units 

 
Model C200H-PS221 
Model C200H-PS211 

 

 

Model C200HW-PA20[] 
Model CJ1W-PA20[] 
Model C200HW-PD02[] 
Model CJ1W-PD02[] 

 
No recommended direct 
replacement.  
Need to series replacement  
to CS/CJ. 

 
[ Discontinuation and End of Maintenance date ] 

The end of March, 2015 
  
Discontinuation models are related products to C200H(S) series which are already discontinued.  

Model Discontinuation date End of Maintenance date 
C200H series CPU Units The end of September, 2000 The end of September, 2007 
C200HS series CPU Units The end of March, 2004 The end of March, 2011 

 
I/O Power Supply Units are available to buy for maintenance of the above-mentioned series.  
And maintenance period expire March, 2011.  
With ending of the maintenance period, I/O Power Supply Units, Model C200H-PS221, PS211 are also 
discontinued and maintenance of these Units is finished at the end of March, 2015. 
 

[ Product Discontinuation and recommended replacement ] 
Recommended replacement Product discontinuation 

Replacement to CS series Replacement to CJ series 
C200HW-PA204 
C200HW-PA204S 

CJ1W-PA202 

C200HW-PA204R 
C200H-PS221 

C200HW-PA209R 
CJ1W-PA205R 

C200H-PS211 C200HW-PD024 CJ1W-PD025 
Note: Replacement is needed not only Power Supply Units, but also CPU Units and so on. 
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[ Caution on recommended replacement ] 
You need to replace not only Power Supply Units, but also CPU Units, CPU Backplanes,  
Basic I/O Units, Special I/O Units, Communication Units and so on.  
Please refer following guide for more information. 
・ 『C200H Replacement Guide From C200H to CS1』  （Cat. No. P069-E1） 
・ 『C200H Replacement Guide From C200H to CJ2』   （Cat. No. P073-E1） 
・ 『C200HS Replacement Guide From C200HS to CS1』  （Cat. No. P070-E1） 
・ 『C200HS Replacement Guide From C200HS to CJ2』  （Cat. No. P074-E1） 

 
 
 

As of November, 2012 
In the interest of product improvement, specifications are subject to change without notice. 
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